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3.0 AEROVOX 

• 	 The 9 roup discussed safety concems Within Aerovox especially within the 
boiler room and cardboard box room. There are out of plumb columns, 
sagging ceilings, and cracks in masonry walls. The areas will be 
cordoned off. Also. a warning was issued against being inside the 
building when there are high winds or a significant snow load on the roof. 
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